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AHU SERVICING 

FCU SERVICING 

CHILLER PLANT 
SERVICING 

REFRIGERENT 
R22 

PRESSURE 
TESTING 

CONTACTOR 
3TF30 

CONDENSER 
MOTOR 

VLRP 
cONTROLLER 

Cleaning of cooling coil washing 
with chemical Greasing of AHU 
motor and replacement of V 
belts if required and checking of 
it properly 

Cleaning of condenser coil with 
the help of chemical & water jet 
pump. 

Scope of work: Servicing of 44TR 
* 2 no's Voltas make scroll 
chiller plant. 
1. All starters conta cts checked 
2.Checked cable for over heating & 
Termination for tightness 
3.Compressor & refrigerant piping for 
sign of excessive vibration & abnormal 
noise. 
4. Verifying set point setting, Verifying al 

safety devices. 
5.Condenser Coil cleaned. 

6.Check electrical switchboard for sign of 
carbon deposits. 
Supply and charging of 
refrigerant R22 Qty: 20 kg 

Scope of work: Pressure testing 
of 44TR * 2 no's Voltas make 

scroll chiller plant. 
Recovery of refrigerant in the empty 
cylinder and then Pressure testing with 
the help of nitrogen and leak finding & 
repairing and then hold the nitrogen and 
vacuum the unit and charge the 
refrigerant and tested the unit. 
Supply & Charging of Contactor 

3TF30 for chiller plant. 

Scope of work: Condenser motor 
overhauling & rewinding, and 
fixing the same back. 

Repairing charges of VLRP 
controller display of chiller 

plant. 
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Reprograming the data with the 
help of software and testing of 
the same. 
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